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Point

Valve Module Point Terminals

1 25 - 28

2 29 - 32

3 33 - 36

4 37 - 40

(Communication module)

(Controller)

Point /
  Terminal

1 25 26 27 28

2 29 30 31 32

3 33 34 35 36

4 37 38 39 40
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Example

The Product contains electrical components 
And may not be disposed together with domestic waste.
Equipment must be separate collected with Electrical and Elec-
tronic waste. According to Local and currently valid legislation.

Dedicated 
power supply

E.g. 
AK-PS 075


