24 x M12 BOLT HAS TO BE USED TO FIX THE CABINET IN FLOOR.

NOTE:
- INTERNAL CABLE CONNECTIONS ARE NOT SHOWN.

SCALE 0.150

SECTION A-A

NOTE:
- DIS-CONNECTION
- BOTTOM VIEW OF INPUT & OUTPUT TERMINALS

SCALE 0.500

NOTE:
- DETAIL A
- DETAIL B
- GROUND TERMINALS
- SEE DETAIL A
- SEE DETAIL B

GROUN TERMINALS
6 X DETAIL B
SCALE 0.500

NOTE:
- 3 OF 4 SHEET
- MODEL 001
- REVDRAWING NUMBER

MAIN INPUT
MOTOR OUTPUT

SEE DETAIL A

DIS-CONNECTOR

SECTION B-B

PLACE OF CONDUITS FOR INPUT & OUTPUT TERMINALS

SCALE 0.500

NOTE:
- DETAIL A
- DETAIL B
- GROUND TERMINALS
- SEE DETAIL A
- SEE DETAIL B

GROUN TERMINALS
6 X DETAIL B
SCALE 0.500

NOTE:
- INTERNAL CABLE CONNECTIONS ARE NOT SHOWN.