VLT® HVAC Basic Drive IP21 Kit Mounting Instruction for H1, H2, H3, H4 and H5

Step 1
Fit top cover onto frequency converter.

Step 2
Install clamps onto metal bracket and tighten M4 X 20 screws.

Step 3
Mount metal bracket onto frequency converter and tighten two M4 X 10 screws. 
Tightening torque: 2Nm.

Step 4
Fit bottom cover onto frequency converter and tighten an M4 X 10 screw.

Note
IP21 is only achieved with LCP mounted