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NOTE:
THIS INSTALLATION DRAWING IS APPLICABLE FOR FC102/202 160KW 
AND FOR FC302 132KW OF LOW HARMONIC DRIVE.



1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16

1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16

A

B

C

D

E

F

G

H

J

K

L

M

B

C

D

E

F

G

H

J

K

L

M

A

574
23[ ]

180.0
7[ ]

133.0
5[ ]

65.0
3[ ]

235.0
9[ ]

988.0
39[ ] 941.0

37[ ]
661.0
26[ ] 614.0

24[ ]

139.0
5[ ]

443.0
17[ ]

251.0
10[ ]

411.0
16[ ]

369.0
15[ ]

117.4
5[ ]676.4

27[ ]
947.4
37[ ]

470.9
19[ ]

1562.4
62[ ]

1755.5
69[ ]

384.8
15[ ]

560.0
22[ ]

597.6
24[ ]

20.0
1[ ]

350.0
14[ ]

187.8
7[ ]

246.0
10[ ]

55.9
2[ ]

631.5
25[ ]

360.8
14[ ]

181.9
7[ ]

651.9
26[ ]

 Typ11.0
0[ ]

 Typ14.0
1[ ]

577.4
22.7[ ]69.5

3[ ]

412.3
16[ ]

2X320.0
13[ ]

2X106.7
4[ ]

2X213.3
8[ ]

2X130.0
5[ ]

2 OF 4LHD-ASSY-006
SHEETMODEL

P1177R0621
REVDRAWING NUMBER

TOP VIEW

SEE DETAIL  B

SEE DETAIL  A

LIFTING HOLES

DETAIL  A
SCALE  0.400 DETAIL  B

SCALE  0.400
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DEPTH OF MOTOR
OUPUT TERMINALS

WITH DISCONNECT

DEPTH OF MAINS
INPUT TERMINAL
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NOTES:
COOLING:
1) THE VLT FREQUENCY CONVERTER MUST BE INSTALLED VERTICALLY WITH THE MINIMUM INDICATED FREE SPACE ABOVE THE ENCLOSURE.
2) ALL IP21/UL TYPE NEMA 1 AND IP54/UL TYPE NEMA 12 UNITS MAY BE MOUNTED SIDE BY SIDE WITH NO MINIMUM CLEARANCE.
3) FAILURE TO REINSTALL THE CABINET FLOOR GLAND PLATES WILL HAVE A NEGATIVE INFLUENCE ON THE INTERNAL COOLING CAPACITY OF THE UNIT AND
MAY CAUSE TRIP FAULTS.
4) STANDARD COOLING CONFIGURATION IS WITH THE INTAKE THROUGH THE BASE CABLE PLINTH AND EXHAUST OUT THE TOP OF THE ENCLOSURE.
THE DOORS ARE ALSO EQUIPPED WITH FANS TO PROVIDE COOLING FOR THE CABINET.
 
BACK WALL COOLING:
OPTIONAL BACK WALL COOLING CONFIGURATION IS WITH THE INTAKE THROUGH THE LOWER REAR OF THE CABINET.  THE EXHAUST IS
EITHER OUT THE UPPER REAR FOR THE DRIVE OR OUT THE TOP OF THE ENCLOSURE FOR THE FILTER.
 
WALL MOUNTING:
THE DRIVE IS NOT INTENDED TO BE WALL MOUNTED.  IF THE UNIT IS SECURE TO THE WALL, THE BOTTOM OF THE UNIT MUST BE SUPPORTED BY THE FLOOR
USING THE ATTACHED PLINTH OR OTHER FACTORY APPROVED MEANS. 
 
LIFTING 
THE DRIVE IS INTENDED TO BE LIFTED USING THE HOLES IN THE SIDES OF THE BACKCHANNEL.  THERE ARE THREE HOLES, ONE EACH ON THE OUTSIDE
AND ONE AT THE CENTER WHERE THE DRIVE AND FILTER ARE CONNECTED.
 
RATING:
IP21/ IP54 AND NEMA 1 AND NEMA 12.
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WITHOUT DISCONNECT

BACKWARD 
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