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KEY CHARATERISTICS
INSPECTION
MUST COMPLY TO ROHS DIRECTIVE 2011/65/EU
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DESCRIPTION

FINISH
A10.200

INTERPRET DIM. & TOL. PER ASME Y14.5M-1994
ALL DIMENSIONS ARE IN MILLIMETERS

TOLERANCES UNLESS OTHERWISE SPECIFIED
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MATERIALSIZESCALETHIRD ANGLE PROJECTION

OPTIONS CABINET TERMINAL LOCATION

         FRAME F3 AND F4
IP21/IP54/UL AND NEMA1/NEMA12

EARTH GROUND BAR

177G4467
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DIMENSION FOR TERMINAL

UNIT TYPE A B C D

450 kW (480V)
630/710 kW (690V)

34.9 86.9 122.2 174.2

500/560/630/710/800 kW (480V)
800/900/1M0 kW (690V)

46.2622 98.2622 119.013 171.013
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OPTIONS CABINET TERMINAL LOCATION WITH CIRCUIT BREAKER/MOLDED CASE SWITCH

         FRAME F3 AND F4
IP21/IP54/UL AND NEMA1/NEMA12

EARTH GROUND BAR
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